
CONTAINERIZED HOUSING UNITS (CHUS)CONTAINERIZED HOUSING UNITS (CHUS)

SERIAL NO.                       
(FROM ‐ TO)

FIRST APPROVED ELECTRICAL PLANTFIRST APPROVED ELECTRICAL PLANT   
(REFER TO DRAWING                 

"1‐EL007‐600")
1 ‐ 600 Qty. 600 replacement Load Centers shipped 13 May 2009.

LAST APPROVED ELECTRICAL PLANT    
(REFER TO DRAWING                 

WITH 1.5 MMQ CABLE                 
(REFER TO DRAWING                  

WITH 2.5 MMQ CABLE                
(REFER TO DRAWING                 (REFER TO DRAWING                 

"2‐EL007‐601 ‐13000")
(REFER TO DRAWING                  
"2‐EL007‐601 ‐13000")

(REFER TO DRAWING                 
"3‐EL007 CABLE 2.5 mmq")

601 ‐ 9352
9353 ‐ 9354

9355
9356 ‐ 9357
9358 ‐ 9359

9360
9361 ‐ 9362
9363 ‐ 9366
9367 ‐ 9369
9370 ‐ 9379
9380 ‐ 9384

93859385
9386 ‐ 9387
9388 ‐ 9500
9501 ‐ 10500
10501 ‐ 10600
10601 ‐ 10723
10724 ‐ 13000

‐ CHUs from serial no. 1 to 600 were made with the first approved electrical plant as per the 
enclosed drawing "1‐EL007‐600".  Please note that qty. 600 replacement load centers shipped 13 May 2009.

‐ Ballasts were included in qty. 600 units. Unfortunately, we did not track the serial number because in 
our opinion there was no need.   Anyhow, they are for sure included among the first 900 units produced.

‐ From serial no. 601 were made with the revised electrical plant as per enclosed drawing "2‐EL007‐601 ‐13000".  

‐ During the production we were requested to modify the cable from 1.5 mmq. to 2.5 mmq. as per enclosed 
drawing "3‐EL007 CABLE 2.5 mmq".  

‐ The above spreadsheet identifies what serial numbers include which cable.



SHOWER UNITSSHOWER UNITS 

SERIAL NO.  (FROM ‐ TO) CABLE WATER HEATER

AS PER DRAWING "EL008‐1.5 mmq"

1 134 1 5 MMQ CABLE NOWATER HEATER1 ‐ 134 1.5 MMQ CABLE NO WATER HEATER
135‐210 1.5 MMQ CABLE WATER HEATER

AS PER DRAWING "EL008‐2.5 mmq"

211‐250 2.5 MMQ CABLE WATER HEATER

TOILET UNITS

SERIAL NO.  (FROM ‐ TO) CABLE WATER HEATER

AS PER DRAWING "EL009 1 5 "AS PER DRAWING "EL009‐1.5 mmq"

1 ‐ 115 1.5 MMQ CABLE NO WATER HEATER
116‐210 1.5 MMQ CABLE WATER HEATER

AS PER DRAWING "EL009‐2.5 mmq"

211‐250 2.5 MMQ CABLE WATER HEATER

‐The production began with the first approved electrical plant as per the enclosed drawings 
"EL008 ‐1.5 mmq" for the Shower unit and "EL009 ‐1.5 mmq" for the Toilet unit.

‐During the production we were requested to modify the cable from 1.5 mmq. to 2.5 mmq. as per the g p q y q q p
enclosed drawings "EL008‐2.5 mmq" for the Shower unit and "EL009 ‐2.5 mmq" for the Toilet unit.

The attached spreadsheet identifies what serial numbers include which cable.

‐At the beginning of the production, some Ablution units were shipped without water heaters.  
The above spreadsheet shows which serial numbers.

‐Please note that all of the NEMA 3R replacement load centers were shipped 16 September 2009. 
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CONTAINERIZED  HOUSING  UNITS 

(CHUs) 
 

SERIAL  NUMBER 
CHECK 

1 - 600
YES

Ref. DWG 
P443B-EL007 1P REV.1 

 
- Load Center CE 
- Lighting Cable 1.5mm2 
- Ballast to be checked 
- Missing receptacles 

151 - 250
YES 

NO

ACTIONS 
 
- Load Center replacement by NEMA 1  
- Lighting Cable replacement by 2.5mm2 
- Ballast replacement (if necessary) 
- Missing receptacles installation 

NO

Ref. DWG 
P443B-EL007 1P REV.1 

 
- Load Center CE 
- Lighting Cable 1.5mm2 
- Ballast to be checked

ACTIONS 
 
- Load Center replacement by NEMA 1  
- Lighting Cable replacement by 2.5mm2 
- Ballast replacement (if necessary) 

601 - 13000

601 – 9352 
9355 

9358-9359 
9361-9362 
9367-9369 
9380-9384 
9386-9387 

9501-10500 
10601-10723 

Ref. DWG 
P443B-EL007 1P REV.2 

 
- Load Center NEMA 1 
- Lighting Cable 1.5mm2 

- Ballast to be checked if S.N.O 900 

YES
ACTIONS 

  
- Lighting Cable replacement by 2.5mm2 
- Ballast replacement (if necessary) 

NO

Ref. DWG 
P443B-EL007 1P REV.3 

 
- Load Center NEMA 1 
- Lighting Cable 2.5mm2 

NO ACTION REQUIRED 
FINAL CONFIGURATION 
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SHOWER  UNITS 

 
 

SERIAL  NUMBER 
CHECK 

1 - 210
YES

Ref. DWG 
P443/08/EL008 REV.0 

 
- Load Center NEMA 1 
- Lighting Cable 1.5mm2 
- Missing Water Heater 

1 - 134
YES 

NO

ACTIONS 
 
- Load Center replacement by NEMA 3R  
- Lighting Cable replacement by 2.5mm2 
- Water Heater installation 

NO

Ref. DWG 
P443/08/EL008 REV.0 

 
- Load Center NEMA 1 
- Lighting Cable 1.5mm2 

 ACTIONS 
 
- Load Center replacement by NEMA 3R  
- Lighting Cable replacement by 2.5mm2 

211 - 250

 
- Load Center NEMA 1 
- Lighting Cable 2.5mm2 

ACTIONS 
  
- Load Center replacement by NEMA 3R 
 

Ref. DWG 
P443/08/EL008 REV.1 
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TOILET  UNITS 

 
 

SERIAL  NUMBER 
CHECK 

1 - 210
YES

Ref. DWG 
P443B/08/EL009 1P REV.1 
 
- Load Center NEMA 1 
- Lighting Cable 1.5mm2 
- Missing Water Heater 

1 - 115
YES 

NO

ACTIONS 
 
- Load Center replacement by NEMA 3R  
- Lighting Cable replacement by 2.5mm2 
- Water Heater installation 

NO

Ref. DWG 
P443B/08/EL009 1P REV.1 

 
- Load Center NEMA 1 
- Lighting Cable 1.5mm2 

 ACTIONS 
 
- Load Center replacement by NEMA 3R  
- Lighting Cable replacement by 2.5mm2 

211 - 250

 
- Load Center NEMA 1 
- Lighting Cable 2.5mm2 

ACTIONS 
  
- Load Center replacement by NEMA 3R 
 

Ref. DWG 
P443B/08/EL009 1P REV.2 
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DAMAGED  UNITS 

 
 
 
 

STRUCTURAL / ELECTRICAL  
PARTS  CHECK 

Repairable
NO

 
SPARE  PARTS  LIST 

CHECK 
 
NOTE:  base and roof of 
the units shall be ordered 
even if not included in the 
spare parts list. 

YES

ACTIONS 
 
- Purchase Order 
 
NOTE:  to be specified if roof 
shall be complete with electrical 
plant. 

Repairable, but 
need accessories 

replacement 

WARNING 
 

- On-Site reparations must be performed according to HSE specifications. 
- On-Site reparations must not either damage or modify the mechanical / electrical characteristics of the structure / plant. 

 

Repairable 
On Site 

 
SPARE  PARTS  LIST 

CHECK 

ACTIONS 
 
- Purchase Order 
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