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NOTES:

1. FOR LEGEND AND ABBREVIATIONS SEE DRAWING SE-1.

3. FOR LIGHT FIXTURE SCHEDULE SEE DRAWING SE-1.

4. COORDINATE LOCATION OF ALL ELECTRICAL FIXTURES AND

EQUIPMENT WITH ALL OTHER TRADES.

5. FOR ONE LINE DIAGRAM SEE DRAWING XE- I, POWER PLANT.  

6. ALL LIGHT FIXTURES IN JAIL CELLS SHALL BE TWO LAMP 

FLUORESCENT TYPE FIXTURES SUITABLE FOR VANDAL RESISTANCE/

DETENTION CENTER. LIGHT FIXTURES SHALL WITHSTAND THE 

PHYSICAL ABUSE AND THE INTENT- TO- DESTROY TYPE ABUSE.

8. COORDINATE LOCATION OF THE CEILING FANS WITH LIGHT FIXTURES.

9. COORDINATE LOCATION AND MOUNTING HEIGHT OF THE LIGHT 

FIXTURE IN THIS ROOM WITH EXHAUST FAN AND THE DUCT TO

PROVIDE REQUIRED CLEARANCE. 

2. EXIT LIGHTS AND EMERGENCY LIGHTS SHALL BE CONNECTED 

TO AN UNSWITCHED POWER CIRCUIT.

7. ALL WIRING INSTALLATION FOR LIGHTING AND POWER SHALL

BE IN APPROVED METAL CONDUIT, EITHER CONCEALED OR

SURFACE MOUNTED.

10. ALL WIRING INSTALLATION FOR LIGHTING, POWER, AND 

TELECOMMUNICATIONS SHALL BE IN APPROVED METAL CONDUIT, 

EITHER CONCEALED OR SURFACE MTD.  
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NOTES:

1. FOR LEGEND AND ABBREVIATIONS SEE DRAWING SE-1.

2. COORDINATE LOCATION OF ALL ELECTRICAL FIXTURES 

AND EQUIPMENT WITH ALL OTHER TRADES.

3. FOR ONE LINE DIAGRAM SEE DRAWING D/E-1, POWER 

PLANT. 
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5. FOR EXACT LOCATION OF MECHANICAL EQUIPMENT SEE 

MECHANICAL DRAWINGS.

6. EXHAUST FAN EF-A-1 AND EF-A-2 SHALL BE 

CONTROLLED BY THE LIGHT SWITCH IN THEIR RESPECTIVE 

ROOM.

7. EXHAUST FAN EF-A-3, EF-A-4, AND EF-A-5 SHALL 

BE CONTROLLED BY A MANUAL MOTOR STARTER FROM 

THE LOCATION AS SHOWN ON THIS DRAWING.

8. EXHAUST FAN EF-A-6 SHALL BE CONTROLLED BY A 

THERMOSTAT.   REFER TO MECHANICAL DRAWING FOR 

LOCATION OF THE THERMOSTAT.
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9. ALL WIRING INSTALLATION FOR LIGHTING, POWER, AND

TELECOMMUNICATIONS SHALL BE IN APPROVED METAL 

CONDUIT, EITHER CONCEALED OR SURFACE MTD.  

4. COORDINATE LOCATION OF ALL ELECTRICAL FIXTURES AND 

EQUIPMENT WITH ALL OTHER TRADES.
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